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KEYED NOTES:
1 @ FLOW SWITCH.

(2> TAMPER SWITCH.
(3> CONCRETE SPLASH BLOCK.

TO
SPRINKLERS (4D CHECK VALVE (TESTABLE).

(5D 68" LONG SPOOL PIECE.

1 1/4" MAIN DRAIN WITH 45°
ELBOW TURN DOWN.

EEI/_<D (7> 4" SUPPLY (MINIMUM).
1 1/4” MAIN DRAIN ANGLE VALVE.
T ?/ WATER PRESSURE GAUGE /
"@:E_ (TYP).

DRAWING DEVELOFPED FOR ML-3
@\ N\ PROJECTS. FOR ML—1/ML-2,
~_ = N ADDITIONAL REQUIREMENTS AND
QA REVIEWS ARE REQUIRED.
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